
32 33 34 35 36 36a

C22-60
1 m 

726 W

C22-60
1.4 m 

1152 W

C22-60
1.6 m 

1152 W

C22-60
1.4 m 

1004 W

C22-60
1.4 m 

1004 W

C22-60
1.2 m 

858 W

C22-60
1.1 m 

858 W

C22-60
0.8 m 

1000 W

C22-60
0.7 m 

896 W

C22-60
0.7 m 

828 W

C22-60
0.6 m 

724 W

C22-60
1.1 m 

883 W

C22-60
0.8 m 

805 W

C33-60
1.8 m 

1854 W

C33-60
1.4 m 

1294 W

C33-60
1.6 m 

1294 W

C33-60
1.4 m 

1203 W

C33-60
1.2 m 

1110 W

C33-60
1.4 m 

1122 W

C33-60
1.2 m 

1122 W

120
Korytarz

+20°C 2904 W

220
Korytarz

+20°C 4119 W

47
Sala zajęć ruchowych

+16°C 3448 W

121
Sala lekcyjna
+20°C 2303 W

221
Sala lekcyjna
+20°C 2588 W

122
Sala lekcyjna
+20°C 2008 W

48
Pokój dyrektora

+20°C 883 W

123
Sala lekcyjna
+20°C 1715 W

49
Kancelaria

+20°C 805 W

222
Sala lekcyjna
+20°C 2313 W

223
Biblioteka

+20°C 2244 W

50
Sklepik

+20°C 0 W

46
Magazyn

+16°C 0 W

dn 15 A
Q 726

/

dn 15 A
Q 1854

/

dn 15 A
Q 724

/

dn 15 A
Q 2446

/

dn 15 A
Q 1152

/

dn 15 A
Q 1294

/

dn 15 A
Q 1294

/

dn 15 A
Q 828

/

dn 18 A
Q 4560

/

dn 15 A
Q 896

/ dn 15 A
Q 1000

/

dn 18 A
Q 4186

/

dn 15 A
Q 883

/

dn 15 A
Q 1152

/

dn 15 A
Q 2404

/

dn 15 A
Q 1004

/ dn 15 A
Q 1004

/

dn 15 A
Q 2325

/

dn 15 A
Q 858

/

dn 15 A
Q 805

/

dn 15 A
Q 1980

/

dn 15 A
Q 1122

/

dn 15 A
Q 858

/

dn 15 A
Q 1294

/ dn 15 A
Q 1110

/ dn 15 A
Q 1203

/ dn 15 A
Q 1122

/ dn 15 A
Q 1122

/

dn 15 A
Q 2580

/ dn 18 A
Q 5749

/ dn 28 A
Q 12033

/ dn 28 A
Q 18102

/dn 15 A
Q 3170

/ dn 18 A
Q 6284

/ dn 18 A
Q 6069

/ dn 15 A
Q 2785

/

dn 35 A
Q 37226

dn 28 A
Q 20887

/

dn 15 A
Q 2580

/

dn 15 A
Q 1854

/

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

- 0.05

+ 10.50

+ 2.00

+ 5.50

+ 3.87



"D"

31 30

"B"

29 37

"D"

38 39 40 41

C22-60
0.8 m 

617 W

C22-60
0.7 m 

617 W

C22-60
1.2 m 

819 W

C22-60
0.6 m 

504 W

C22-60
0.6 m 

519 W

C22-60
0.7 m 

648 W

C22-60
0.5 m 

400 W

C22-60
0.5 m 

400 W

C22-60
0.8 m 

653 W

C33-60
1.4 m 

1597 W

C33-60
0.6 m 

581 W

C33-60
1.4 m 

1178 W

C33-60
1 m 

905 W

C33-60
0.7 m 

659 W

C33-60
0.7 m 

659 W

C33-60
2 m 

2265 W

C33-60
1 m 

862 W

C33-60
1.6 m 

1946 W

C33-60
1.6 m 

1946 W C33-60
2 m 

2640 W

C33-60
0.8 m 

1140 W

C33-60
0.9 m 

1210 W
C33-90
1.1 m 

2220 W

C33-90
0.7 m 

932 W

C33-90
0.7 m 

1084 W

C33-90
0.9 m 

1568 W

124
Pokój nauczycielski

+20°C 648 W

224
Czytelnia

+20°C 862 W

29
Korytarz

+20°C 3892 W

5
Korytarz

+20°C 3733 W

O3
Szatnia

+20°C 1031 W

22
Szatnia

+20°C 724 W

33
Korytarz

+20°C 6001 W

120
Korytarz

+20°C 2904 W

220
Korytarz

+20°C 4119 W

113
Hall

+20°C 1234 W

213
Hall

+20°C 1178 W

214
Archiwum

+16°C 400 W

38
Łazienka

+24°C 932 W

36
Magazyn

+20°C 653 W

39
Komunikacja
+20°C 1084 W

115
Pomieszczenie
+20°C 819 W

215
Gabinet stomatologiczny

+20°C 905 W

216
WC

+20°C 659 W

116
WC

+20°C 504 W

117
WC

+20°C 519 W

217
Gabinet biologiczny

+20°C 659 W

33
Korytarz

+20°C 6001 W

35
Wiatrołap

+16°C 400 W

dn 15 A
Q 648

/

dn 15 A
Q 862

/

dn 15 A
Q 1946

/ dn 15 A
Q 1946

/

dn 15 A
Q 1568

/

dn 35 A
Q 37226

/

dn 42 A
Q 58113

/ dn 42 A
Q 62005

/ dn 42 A
Q 63573

/

dn 15 A
Q 1140

/

dn 15 A
Q 3781

/

dn 15 A
Q 2640

/

dn 15 A
Q 581

/

dn 15 A
Q 2265

/

dn 15 A
Q 1597

/

dn 15 A
Q 2265

/

dn 15 A
Q 617

/

dn 15 A
Q 1578

/

dn 15 A
Q 617

/

dn 15 A
Q 1178

/ dn 15 A
Q 400

/

dn 15 A
Q 653

/

dn 15 A
Q 2887

/

dn 15 A
Q 1084

/

dn 15 A
Q 819

/

dn 15 A
Q 1564

/

dn 15 A
Q 504

/

dn 15 A
Q 905

/ dn 15 A
Q 659

/

dn 15 A
Q 519

/

dn 15 A
Q 659

/

dn 35 A
Q 37226

/ dn 35 A
Q 35716

/ dn 35 A
Q 27492

/

dn 28 A
Q 21128

/ dn 28 A
Q 16504

/

dn 15 A
Q 932

/

dn 42 A
Q 60059

/

dn 15 A
Q 1510

/
dn 15 A
Q 932

/

dn 15 A
Q 2220

/

dn 28 A
Q 22060

/
dn 18 A
Q 4443

/

dn 15 A
Q 400

/

dn 15 A
Q 2620

/

dn 15 A
Q 1210

/

dn 18 A
Q 4624

/

dn 18 A
Q 3971

/

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 1

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5RTD-N-P

dn 10  n 5.5
RTD-N-P
dn 10  n 1

RTD-N-P
dn 10  n 4

- 1.65

+ 0.95

+ 3.46

+ 6.97

+ 10.50

- 0.05



1 3

"A"

4 5242 43 44 45

C22-60
1.4 m 

1014 W

C22-60
1.4 m 

1014 W

C22-60
1.1 m 

849 W

C22-60
1.1 m 

849 W

C22-60
1 m 

860 W

C22-60
1 m 

860 W

C22-60
0.6 m 

519 W

C22-60
1.4 m 

939 W

C22-60
1.2 m 

939 W

C22-60
1.6 m 

1055 W

C22-60
1.4 m 

1055 W

C22-60
0.8 m 

886 W

C33-60
1.4 m 

1499 W

C33-60
1.4 m 

1265 W

C33-60
1.4 m 

1265 W

C33-60
1.2 m 

1074 W

C33-60
1.1 m 

1074 W

C33-60
1.2 m 

1086 W

C33-60
1.2 m 

1086 W

C33-60
2.3 m 

2250 W

C33-60
0.7 m 

659 W

C33-60
1.4 m 

1297 W

C33-60
1.2 m 

1061 W

C33-60
1.6 m 

1312 W

C33-60
1.4 m 

1312 W

C33-60
0.6 m 

630 W

C33-60
1 m 

995 W
C33-60
1.2 m 

1344 W

C33-60
1.1 m 

1344 W

C33-60
0.9 m 

1210 W

C33-60
1 m 

1210 W

C33-60
1.1 m 

1260 W

C33-60
1.1 m 

1260 W

C33-60
1.4 m 

1417 W
C33-60
1.1 m 

1581 W

C33-60
0.9 m 

1174 W

C33-60
1.1 m 

1434 W

31
Pokój wo źnych

+20°C 995 W

30
Biuro

+20°C 630 W

4
Świetlica

+20°C 2689 W

6
Zaplecze świetlicy

+20°C 886 W

7
Sala lekcyjna
+20°C 1581 W

8
Sala lekcyjna
+20°C 2608 W

101
Sala lekcyjna
+20°C 2029 W

102
Pokój nauczycielski

+20°C 1698 W

103
Sala lekcyjna
+20°C 1720 W

201
Sala lekcyjna
+20°C 2530 W

202
Sala lekcyjna
+20°C 2149 W

203
Sala lekcyjna
+20°C 2173 W

206
Korytarz

+20°C 4499 W

106
Korytarz

+20°C 2998 W

2
Przedsionek
+16°C 0 W

43
Magazyn

+20°C 2420 W

218
Sala biologii

+20°C 2358 W

118
Sala fizyki

+20°C 1878 W

219
Sala komputerowa

+20°C 2624 W

119
Sala lekcyjna
+20°C 2110 W

45
Jadalnia

+20°C 3936 W

dn 15 A
Q 995

/ dn 15 A
Q 630

/

dn 15 A
Q 1345

/

dn 15 A
Q 2280

/

dn 15 A
Q 886

/dn 15 A
Q 1345

/

dn 18 A
Q 4203

/

dn 15 A
Q 1434

/dn 15 A
Q 1581

/

dn 18 A
Q 3870

/

dn 15 A
Q 1174

/

dn 15 A
Q 1015

/

dn 15 A
Q 1265

/

dn 15 A
Q 849

/dn 15 A
Q 1015

/

dn 15 A
Q 2340

/

dn 15 A
Q 860

/dn 15 A
Q 849

/

dn 15 A
Q 2161

/

dn 15 A
Q 860

/

dn 15 A
Q 1265

/ dn 15 A
Q 1075

/dn 15 A
Q 1265

/ dn 15 A
Q 1087

/dn 15 A
Q 1075

/ dn 15 A
Q 1087

/

dn 35 A
Q 41247

/

dn 15 A
Q 1625

/

dn 22 A
Q 8998

/ dn 28 A
Q 15431

/ dn 35 A
Q 25816

/ dn 28 A
Q 18931

/dn 15 A
Q 3624

/ dn 18 A
Q 6434

/ dn 22 A
Q 6885

/

dn 15 A
Q 1499

/

dn 15 A
Q 2250

/

dn 18 A
Q 5374

/

dn 15 A
Q 3749

/

dn 15 A
Q 2250

/dn 15 A
Q 519

dn 15 A
Q 1720

/

dn 15 A
Q 939

/

dn 15 A
Q 659

dn 15 A
Q 1061

/

dn 15 A
Q 1210

/

dn 15 A
Q 939

/

dn 15 A
Q 2609

/

dn 15 A
Q 1055

/

dn 15 A
Q 1297

/ dn 15 A
Q 1312

/

dn 18 A
Q 4603

/

dn 15 A
Q 1417

/ dn 15 A
Q 1260

/

dn 15 A
Q 1312

/

dn 15 A
Q 1055

/

dn 15 A
Q 1312

/

dn 28 A
Q 12116

/ dn 18 A
Q 4886

/

dn 15 A
Q 2367

/

dn 15 A
Q 1260

/

dn 15 A
Q 3749

/

dn 15 A
Q 1210

dn 15 A
Q 3178

/

dn 22 A
Q 10906

/dn 18 A
Q 4388

/ dn 18 A
Q 6020

/ dn 18 A
Q 4886

/

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 5.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4

+ 0.00

+ 3.77

+ 7.62

+ 11.38

- 0.45

+ 2.40



6 7 8 9 10 11 12 13 14

15

"A"
"B"

C11-60
0.5 m 

400 W

C11-60
0.6 m 

400 W

C22-60
1 m 

860 W

C22-60
0.9 m 

669 W

C22-60
1.2 m 

980 W

C22-60
1.2 m 

980 W

C22-60
1.2 m 

988 W

C22-60
1.2 m 

988 W

C22-60
0.8 m 

599 W

C22-60
1.1 m 

858 W

C22-60
1 m 

858 W

C22-60
0.8 m 

542 W

C22-60
0.7 m 

662 W

C22-60
0.7 m 

662 W

C33-60
1.4 m 

1714 W

C33-60
1.4 m 

1582 W

C33-60
1.4 m 

1499 W

C33-60
1.4 m 

1653 W

C33-60
1.6 m 

1653 W

C33-60
0.8 m 

930 W

C33-60
0.8 m 

930 W

C33-60
1.1 m 

1448 W

C33-60
0.7 m 

815 W

C33-60
1.2 m 

1486 W

C33-60
1.2 m 

1086 W

C33-60
0.8 m 

760 W

C33-60
1.4 m 

1206 W

C33-60
1.4 m 

1206 W

C33-60
2 m 

2250 W

C33-60
1.2 m 

1148 W

C33-60
1.4 m 

1148 W

C33-60
1.8 m 

1331 W

C33-60
1.1 m 

998 W

C33-60
1.2 m 

998 W

C33-60
0.8 m 

698 W

C33-60
0.9 m 

841 W

C33-60
0.9 m 

841 W

C33-60
0.9 m 

1174 W

C33-60
1.4 m 

1688 W

C33-90
1.4 m 

2165 W

9
Magazyn

+16°C 400 W

10
Sala lekcyjna
+20°C 3296 W

5
Korytarz

+20°C 3733 W

11
Wiatrołap

+8°C 400 W

104
Pokój w-ce dyrektora

+20°C 669 W

105
Sala lekcyjna
+20°C 1959 W

204
Studio nagra ń
+20°C 760 W

205
Sala lekcyjna
+20°C 2413 W

106
Korytarz

+20°C 2998 W

206
Korytarz

+20°C 4499 W

13
Stołówka

+20°C 3306 W

14
Stołówka

+20°C 1860 W

107
Sala lekcyjna
+20°C 1975 W

108
Sekretariat

+20°C 599 W

207
Sala lekcyjna
+20°C 2296 W

208
Gabinet lekarski

+24°C 1331 W

15
Kuchnia

+20°C 1448 W

109
Sala lekcyjna
+20°C 1715 W

209
Sala lekcyjna
+20°C 1997 W

110
WC

+20°C 542 W

111
Sala lekcyjna
+20°C 1324 W

210
WC

+20°C 698 W

211
Sala lekcyjna
+20°C 1682 W

16
WC

+20°C 815 W

17
Pokój

+20°C 1486 WO1
Kotłownia
+20°C 0 W

O2
Skład opału

+12°C 1688 W

dn 15 A
Q 1174

/

dn 15 A
Q 1947

/

dn 15 A
Q 1582

/dn 15 A
Q 400

/

dn 15 A
Q 3615

/

dn 15 A
Q 1714

/

dn 15 A
Q 2165

/

dn 15 A
Q 400

/

dn 15 A
Q 860

/

dn 15 A
Q 1087

/

dn 15 A
Q 980

/dn 15 A
Q 669

/

dn 15 A
Q 1967

/

dn 15 A
Q 980

/

dn 15 A
Q 1087

/ dn 15 A
Q 1207

/dn 15 A
Q 760

/ dn 15 A
Q 1207

/

dn 15 A
Q 1499

/

dn 15 A
Q 2250

/

dn 15 A
Q 2250

/

dn 18 A
Q 3749

/

dn 15 A
Q 1207

/

dn 15 A
Q 2186

/

dn 28 A
Q 15811

/ dn 22 A
Q 10214

/ dn 18 A
Q 6314

/

dn 15 A
Q 2165

/

dn 15 A
Q 3120

/ dn 18 A
Q 5597

/ dn 18 A
Q 3900

/

dn 15 A
Q 1653

/

dn 15 A
Q 2136

/

dn 15 A
Q 1653

/ dn 15 A
Q 930

/

dn 15 A
Q 988

/

dn 15 A
Q 1148

/

dn 15 A
Q 988

/ dn 15 A
Q 599

/

dn 15 A
Q 1148

/ dn 15 A
Q 1148

/ dn 15 A
Q 1331

/

dn 15 A
Q 2479

/

dn 18 A
Q 4066

/

dn 15 A
Q 930

/

dn 15 A
Q 1856

/

dn 15 A
Q 858

/

dn 15 A
Q 999

/

dn 15 A
Q 999

/

dn 15 A
Q 1448

/

dn 15 A
Q 858

/

dn 15 A
Q 999

/

dn 15 A
Q 999

/

dn 15 A
Q 1856

/

dn 15 A
Q 662

/dn 15 A
Q 542

/

dn 15 A
Q 1539

/

dn 15 A
Q 662

/

dn 15 A
Q 841

/dn 15 A
Q 698

/ dn 15 A
Q 841

/

dn 15 A
Q 1984

/

dn 15 A
Q 3585

/

dn 15 A
Q 815

/

dn 15 A
Q 1486

/

dn 15 A
Q 1688

/

dn 15 A
Q 2719

/

dn 22 A
Q 6649

/dn 15 A
Q 3789

/ dn 22 A
Q 10437

/ dn 28 A
Q 13223

/dn 15 A
Q 2786

/

dn 42 A
Q 160693

/

dn 42 A
Q 55873

/
dn 35 A
Q 35788

/

dn 15 A
Q 3304

/ dn 28 A
Q 16527

/ dn 15 A
Q 3558

/

dn 28 A
Q 20085

/

dn 35 A
Q 41247

/

dn 54 A
Q 97120

/

dn 15 A
Q 2743

/

dn 42 A
Q 63573

/

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 1

RTD-N-P
dn 10  n 5

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 6.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 5

RTD-N-P
dn 10  n N

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4.5

HRE 3
dn 40

ZAWZWROT
dn 50

HRE 3
dn 32

ZAWZWROT
dn 40

ZAW KUL
dn 40

ZAW KUL
dn 40

STAP 10-40
dn 40  n 37.5 kPa

STAD D1/2
dn 40  n 4

STAP 10-40
dn 32  n 17.5 kPa

STAD D1/2
dn 40  n 4STAD D1/2

dn 32  n 4

STAP 10-40
dn 32  n 22.5 kPa

ZAW KUL
dn 32

ZAW KUL
dn 32

- 0.45

+ 11.38

+ 0.00

+ 3.77

+ 7.62

- 1.75

+ 0.85



16 17

18 19 20 21 22

"C"
"C"

23 24

25

C22-60
1.2 m 

938 W

C22-60
1.2 m 

938 W

C22-60
0.7 m 

724 W

C22-60
1 m 

826 W

C22-60
0.9 m 

708 W

C22-60
1 m 

826 W

C22-60
1.4 m 

1031 W

C22-90
1.4 m 

1842 W

C22-90
1.6 m 

2026 W

C22-90
1.4 m 

1657 W

C22-90
1.1 m 

1289 W

C22-90
1.1 m 

1289 W

C22-90
0.9 m 

1105 W

C33-60
1.4 m 

1143 W

C33-60
1.2 m 

1143 W

C33-90
0.4 m 

580 W

C33-90
0.5 m 

657 W

C33-90
1.4 m 

1654 W

22
Szatnia

+20°C 724 W

O3
Szatnia

+20°C 1031 W

112
Sala lekcyjna
+20°C 1877 W

212
Sala lekcyjna
+20°C 2286 W

24
WC

+20°C 580 W

25
WC

+20°C 657 W

26
Sala gimnastyczna

+16°C 18416 W

23
Korytarz

+20°C 2359 W

O5
Szatnia

+24°C 3181 W

27
Scena

+16°C 0 W

dn 15 A
Q 662

dn 15 A
Q 841

dn 15 A
Q 1984

/

dn 15 A
Q 3585

/

dn 15 A
Q 1486

dn 15 A
Q 724

/

dn 15 A
Q 1031

/dn 15 A
Q 1688

dn 15 A
Q 2719

/

dn 15 A
Q 939

/

dn 15 A
Q 1143

/

dn 15 A
Q 939

/

dn 15 A
Q 1143

/

dn 15 A
Q 1143

/

dn 18 A
Q 5795

/

dn 15 A
Q 580

/ dn 15 A
Q 657

/

dn 35 A
Q 24613

/

dn 15 A
Q 1105

/ dn 15 A
Q 1289

/ dn 15 A
Q 1289

/ dn 15 A
Q 1657

/ dn 15 A
Q 2026

/ dn 15 A
Q 1842

/ dn 15 A
Q 708

/dn 15 A
Q 826

/ dn 15 A
Q 826

/

dn 15 A
Q 1654

/

dn 35 A
Q 27275

/

dn 35 A
Q 23956

/ dn 15 A
Q 2394

/ dn 18 A
Q 5341

/ dn 22 A
Q 9208

/ dn 15 A
Q 2359

/ dn 15 A
Q 826

/ dn 28 A
Q 11567

/

dn 35 A
Q 23956

/

dn 28 A
Q 12389

/

dn 15 A
Q 2082

/

dn 35 A
Q 25193

/

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 1.5

RTD-N-P
dn 10  n 2

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 5

RTD-N-P
dn 10  n 4

RTD-N-P
dn 10  n 6

RTD-N-P
dn 10  n 6

RTD-N-P
dn 10  n 2.5

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 3

RTD-N-P
dn 10  n 4.5

- 0.45

- 1.75

+ 0.35



25

26 27 28

C22-90
0.9 m 

1105 W

C22-90
1.1 m 

1289 W

C22-90
1 m 

1289 W

C22-90
1.4 m 

1657 W

C22-90
1.6 m 

2026 W

C22-90
1.6 m 

1842 W

C33-90
1.2 m 

1527 W

27
Scena

+16°C 0 W

26
Sala gimnastyczna

+16°C 18416 W

dn 15 A
Q 1527

/dn 15 A
Q 1654

dn 15 A
Q 1842

/ dn 15 A
Q 2026

/ dn 15 A
Q 1657

/ dn 15 A
Q 1289

/ dn 15 A
Q 1289

/ dn 15 A
Q 1105

/

dn 22 A
Q 9208

/

dn 22 A
Q 9208

/ dn 18 A
Q 5341

/ dn 15 A
Q 2394

/

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 6.5

RTD-N-P
dn 10  n 5.5

RTD-N-P
dn 10  n 5.5

RTD-N-P
dn 10  n 5.5

RTD-N-P
dn 10  n 4.5

RTD-N-P
dn 10  n 5


